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Re: San Jose International Airport
Paseo Skylight
Water Testing Report

Introduction:

On January 13. 2009. Hensel Phelps Construction Company. (HPCC). requested that Aquatech
Consultancy. Inc.. (ACI). provide water testing services at the San Jose International Airport.
Paseo Skylight under construction. The skylight system consists of aluminum mullions and
fritted, insulating glass panels by Mctcoe Skylight Specialties Company. (Metcoe). Gardena.
Califoniia. The building designer and specifier of the water testing requirements for the sloped
skylight system is Fentress Architects. Denver. Colorado. Testing requirements are found in
Project Specification Section 08965-5. E. Resistance to water leakage.

Testing chambers were installed on the intenor of the skylight where differential air pressure was
applied and water sprayed on the exterior in confomiance with publication ASTM E 1105.
Standard Test Method for Field Determination of Water Penetration of Installed Exterior
Window's, Skylights, Doors, and Curtain Walls, by Uniform or Cyclic Static Air Pressure
Difference. Uniform static air pressure difference. (ASTM E 1105. Procedure A), was the
method used for the purposes of the skylight testing.

Test Date:

Attendees:

Temperature:

May 5. 2009

S.Bffls/HPCC
D. Tompkins HPCC
D. Leaiy/HPCC
K. Riley HPCC
J. Weir/JWA
Morris/Metcoe
Louis M./Metcoe
C.Temple City of Sail Jose
D. Montenegro City of San Jose
A.Nelson. W.Scholten, D.Parry & T. McKenna of ACI

79.6 degrees Fahrenheit

SITE WATER TEST REPORT PAGE


